


Washington State Patrol
Fire Protection Bureau

Phone: (360)596-3900

Business Name

Address

City, State, Zip

McGee Guest Home

21520 82ND ,

Spanaway, WA 98387

Provider Number

Approval Status

Facility Type

000800

Disapproved

Residential Care

On 09/12/2018 the Office of the State Fire Marshal conducteda7i Inspection aTyour facility.

Code Requirement Statement of Violation

1 Inspection, testing and maintenance.

Fire detection, alarm, and extinguishing systems, mechanical
smoke exhaust systems, and smoke and heat vents shall be
maintained in an operative condition at all times, and shall be
replaced or repaired where defective. Nonrequired fire
protection systems and equipment shall be inspected, tested
and maintained or removed.

(IFC 901.6 2012,2015)

During the facility tour it was observed that the fire alarm
system is in trouble mode and silenced, the panel is indicating
a ground fault.

The facility will conduct a fire watch until the system is fixed
or replaced, fire watch shall be conducted by a dedicated
person every thirty minutes and a log of the watch
maintained.

2 Carbon monoxide detection systems.

Carbon monoxide detection systems, that include carbon
monoxide detectors and audible notification appliances,
installed and maintained in accordance with this section for
carbon monoxide alarms and NFPA 720-2012 shall be
permitted. The carbon monoxide detectors shall be listed as
complying with UL 2075

(IFC 908.7.1 2012WAC51-54A)

During the facility tour it was observed that the facility failed to
maintain the carbon monoxide detectors in the building. The
finding was:

1. The detector in the Utility room had dead batteries. This
was corrected at the time of inspection.
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On 09/12/2018 the Office of the State Fire Marshal conducted an inspection at your facility.

Code Requirement Statement of Violation

3 Securing compressed gas containers, cylinders and tanks.

Compressed gas containers, cylinders and tanks shall be
secured to prevent falling caused by contact, vibration or
seismic activity. Securing of compressed gas containers,
cylinders and tanks shall be by one of the following methods:

1. Securing containers, cylinders and tanks to a fixed
object with one or more restraints.

2. Securing containers, cylinders and tanks on a cart
or other mobile device designed for the movement of
compressed gas containers, cylinders or tanks.

3. Nesting of compressed gas containers, cylinders
and tanks at container filling or servicing facilities or in seller's
warehouses not accessible to the public. Nesting shall be
allowed provided the nested containers, cylinders or tanks, if
dislodged, do not obstruct the required means of egress.

4. Securing of compressed gas containers, cylinders
land tanks to or within a rack, framework, cabinet or similar
[assembly designed for such use.

I Exception: Compressed gas containers, cylinders and tanks in
[the process of examination, filling, transport or servicing.

|(IFC 5303.5.3 2012,2015)

During the facility tour it was observed that the facility failed to
maintain the storage of oxygen in the building. The finding
was:

1. There was an "E" cylinder of oxygen in resident room #27
freestanding on the floor. This was corrected at the time of
inspection.

2 of 3 Initials of Authorized Facility RepresentativeL

Th
is 

do
cu

m
en

t w
as

 p
re

pa
re

d 
by

 R
es

id
en

tia
l C

ar
e 

Se
rv

ic
es

 fo
r t

he
 L

oc
at

or
 w

eb
sit

e.
 



WASHINGTON STATE PAT.10L

Washington State Patrol
Fire Protection Bureau

Phone: (360)596-3900

Business Name

Address

City, State, Zip

McGee Guest Home

21520 82ND ,

Spanaway, WA 98387

Provider Number

Approval Status

Facility Type

000800

Disapproved

Residential Care

On 09/12/2018 the Office of the State Fire Marshal conducted an inspection at your facility.

Code Requirement Statement of Violation

Next inspection scheduled on or after: 10/12/2018

Right of appeal. Any person may appeal any decision made by the Fire Protection Bureau in accordance with WAC 212-12.

Owne^ or Authorized Representative
1 !

fcML^ff^>
Signature \^

Deputy State Fire Marshal Don West
2502 112THSTE
Tacoma WA 98445
^3)538-3124

KW,^ -W<; ^LLee^ ^
Print Name and Title

Signature
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